Fan And Heater
Application
Guide

PNEG-501







Fan/Heater Application TABLE OF CONTENTS

Roof Warning, Operation & Safety.........ccccievieiiieiesececeeee s 4
SAfELY AlEIT DECEIS.......coviiiieeeeeeee e 5
Fan APPliCation GUIE..........ceviueirieeieesieesee et nesnn s 6
Fan APPlICATION GUITE..........coviieieieieiriee et 7
FaN SEIECHION. ...ttt bbbt 8
Aeration System REQUITEMENTS..........coeiireiriieisreisese s 9
e 0] 0L =S 10
L= o) o PP 11
Fan Performance SPeCifiCalioNS..........cvcveviiieiesi st 12
Suggested AITTIOW REEIES..........coviieiierere e 13
SEALIC PreSSUIE ChartS.......cuoeiuiieiesieisieeses et 14
BEANS W/ SHITING. ...ttt 14
(@0 ¢ NNV 1T 0 ] o S 15
RICE W/ SHITING. ...ttt 16
WHhEAE W/ SHITTING. ...veeveeteeeieeee ettt sttt sresreens 17
Ball@Y ... e 18
BBANS.....eeoeee bbbt sae e eane s 19
L1 o = S 20
WHhIte POPCOMN......eiiiciectie ettt et s sneas 21
ez oo OO TSP TR URRURPRIN 22
[ = ST UST 23
17 o SRS 24
ORES. ..ttt et h et ettt eae e nae e ae e eae e eare s 25
= 1 | SRS 26
000 o o VSR 27
REIE. ... e e 28
Rttt bbbt bt 29
LAY = S 30
Heater Application and SIZING........ccceeeieeieieeiese e ese e re e ane s 31
Plenum TEMPEIEIUIE.........c.ooiieiiereeieiresi et 32




Fan/Heater Application

Roof Damage Warning and Disclaimer

Fuel Warning

Important! Do not use propane tanks which have previously been used for ammonia unless they
have been purged according to procedures of the National L. P. Association.

Be sure fuel supply system complies with all local codes for L. P. gas installations.

DO NOT USE FLAME FOR LEAK TESTING.

Power Warning

Be sure power is disconnected and locked out before installation!
Failure to do so may cause serious injury or death.

Important! Heater must be interlocked with fan for safe operation.
Important! Thermostat must be installed for safe operation.

Proper Use of Product

This product is intended for the use of grain drying only! Any other use is a misuse of this product.
This product has sharp edges! These sharp edges may cause serious injury. To avoid injury
handle sharp edges with caution and use proper protective clothing and equipment at all times.
Guards are removed for illustration only. All guards must be in place before and during operation.




